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NEW/ GROUND CONDUCTOR NEW/ GROUND CONDUCTOR
NUMBER | SIZE | TYPE | podf FROM TO PHASE CONDUCTOR QUANTITY/SIZE QUANTITY /SIZE NUMBER | SIZE | TYPE | pech FROM T0 PHASE CONDUCTOR QUANTITY/SIZE QUANTITY /SIZE
c-100 4 PGRS NEW MOTOR CONTROL CENTER "M” POWER PANEL PP-1 (4) #500 KCM/CU/XHHW (1) #2/0 AWG/CU/XHHW c-700 | 3/4 PGRS NEW POWER PANEL PP-1 HVAC CONTROL PANEL (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
C—100A 4 PGRS NEW MOTOR CONTROL CENTER “M” POWER PANEL PP-1 1/4” PULL ROPE _— c-701 | 3/4 PGRS NEW SCADA ALARM HVAC CONTROL PANEL (4) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-1008 4 PGRS NEW MOTOR CONTROL CENTER "M” POWER PANEL PP—1 1/4” PULL ROPE _— c-702 | 3/4 PGRS NEW LIGHTING PANEL LP-1 JUNCTION BOX (2) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
C~100C 2 PGRS NEW EXISTING SCADA COMPUTER SCADA ALARM PANEL (2) CATEGORY 6 CABLES — c-703 | 3/4 PGRS NEW JUNCTION BOX CONDENSING UNIT CU-1 (2) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-101 | 1 1/2 | PGRS NEW POWER PANEL PP—1 LIGHTING TRANSFORMER LT—1 (3) #6 AWG/CU/XHHW (1) #6 AWG/CU/XHHW c-704 | 3/4 PGRS NEW CONDENSING UNIT CU-1 CASSETTE FC-1 (1) COMMUNICATION CABLE ——
c-102 2 PGRS NEW LIGHTING TRANSFORMER LT-1 LIGHTING PANEL LP-1 (4) #2 AWG/CU/XHHW (1) #2 AWG/CU/XHHW c-705 | 3/4 PGRS NEW JUNCTION BOX CASSETTE FC-1 (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-706 | 3/4 PGRS NEW CASSETTE FC-1 THERMOSTAT TH (1) THERMOSTAT CABLE -_—
c-200 2 PGRS NEW POWER PANEL PP-1 CLASSIFIER CONTROL PANEL (3) #3/0 AWG/CU/XHHW (1) #6 AWG/CU/XHHW c-707 | 3/4 PGRS NEW HVAC CONTROL PANEL SUPPLY FAN SF-1 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C~201 1 PGRS NEW GRIT SCREW CONTROL PANEL CLASSIFIER CONTROL PANEL (10) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW c-708 | 3/4 PGRS NEW HVAC CONTROL PANEL EXHAUST FAN EF—1 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
€-202 1 PGRS NEW SCADA ALARMS CLASSIFIER CONTROL PANEL (12) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW c-709 | 3/4 PGRS NEW HVAC CONTROL PANEL THERMOSTAT T2 (1) THERMOSTAT CABLE oo
c-203 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL LEVEL SWITCH LS-131 & LS—141 (4) #14 AWG/CU/XHHW (2) #14 AWG/CU/XHHW c-710 | 3/4 PGRS NEW POWER PANEL PP-1 ELECTRIC UNIT HEATER EUH—1 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-204 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL WATER WASH SV-131 & SV-141 (4) #14 AWG/CU/XHHW (2) #14 AWG/CU/XHHW c-711 | 3/4 PGRS NEW POWER PANEL PP-1 ELECTRIC UNIT HEATER EUH-2 (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-205 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL CLASSIFIER SCREW ME-131 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW c-712 | 3/4 PGRS NEW POWER PANEL PP-1 ELECTRIC UNIT HEATER EUH-3 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-206 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL OVER TORQUE SWITCH WS—131 (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW c-713 | 3/4 PGRS NEW POWER PANEL PP-1 EUH-4 CONTROL PANEL (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-207 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL CLASSIFIER SCREW ME-141 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW c-714 | 3/4 PGRS NEW EUH-4 CONTROL PANEL ELECTRIC UNIT HEATER EUH-4 (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-208 | 3/4 PGRS NEW CLASSIFIER CONTROL PANEL OVER TORQUE SWITCH WS—141 (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW c-715 | 3/4 PGRS NEW POWER PANEL PP-1 EUH-5 CONTROL PANEL (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-208 | 1 1/4 | pGRs NEW CLASSIFIER CONTROL PANEL LEVEL SWITCH LS—111 (4) 4/C #18 AWG TWSH —_— c-716 | 3/4 PGRS NEW EUH-5 CONTROL PANEL ELECTRIC UNIT HEATER EUH-5 (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
c-210 | 1 1/4 | PGRS NEW CLASSIFIER CONTROL PANEL LEVEL SWITCH LS-121 4) 4/C #18 AWG TWSH _—
(4) 4/¢ # C-800 1 PGRS NEW LIGHTING PANEL LP-1 SLUICE GATE 401 CONTROLLER (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-211 2 PGRS NEW CLASSIFIER CONTROL PANEL GRIT PUMP P-111 (3) #6 AWG/CU/XHHW (1) #8 AWG/CU/XHHW C—801 ] PORS NEW SLUICE GATE 401 CONTROLLER SLUICE GATE 401 (1) 3/C #18 TWSH —
c-212 | 1 1/4 | PGRS | NEW CLASSIFIER CONTROL PANEL OVERLOAD oo . MOISTURE (4) #14 AWG/CU/XHHW (2) #14 AWG/CU/XHHW C-801A 1 PGRS | NEW SLUICE GATE 401 CONTROLLER SLUICE GATE 401 (4) 2/C #18 TWSH _—
Cc-213 2 PGRS NEW CLASSIFIER CONTROL PANEL GRIT PUMP P-102 (3) #6 AWG/CU/XHHW (1) #8 AWG/CU/XHHW c-802B| 1 1/4 | PGRS NEW SLUICE GATE 401 CONTROLLER SLUICE GATE 401 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-214 | 1 1/4 | PeRs NEW CLASSIFIER CONTROL PANEL ovsRLOAsréNTsTg; 13 _a; 1rgouszE (4) #14 AWG/CU/XHHW (2) #14 AWG/CU/XHHW C-802 1 PGRS NEW LIGHTING PANEL LP-1 SLUICE GATE 501 CONTROLLER (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
pyr 1 — — SASSTER CoNTROL FANEL e PO ROPE C-803 1 PGRS NEW SLUICE GATE 501 CONTROLLER SLUICE GATE 501 (1) 3/C #18 TWSH S
f— T ——— —
c-216 1 PGRS | NEW CLASSIFIER CONTROL PANEL ::T g:::zii :::tt 1/4” PULL ROPE c8osA] | PORS | New SLUICE 'GATE S01. CONTROLLER SLUICE .GATE . 501 (4) 2/¢C $18 TWSH —
e 1 — o PP —— TRl /& PULL FoPE — c-803B| 1 1/4 | PGRs NEW SLUICE GATE 501 CONTROLLER SLUICE GATE 501 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
PP 1 — = L ASSFER CONTROL FANEL YT 74 POLL RoPE — C-804 1 PGRS NEW LIGHTING PANEL LP-1 SLUICE GATE 111 CONTROLLER (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
— C-805 1 PGRS NEW SLUICE GATE 111 CONTROLLER SLUICE GATE 111 (1) 3/C #18 TWSH ——
C-805A 1 PGRS NEW SLUICE GATE 111 CONTROLLER SLUICE GATE 111 (4) 2/C #18 TWSH _—
€-300 1 PGRS NEW POWER PANEL PP-1 GRIT CONVEYOR CONTROL PANEL (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW
c-805B | 1 1/4 | PGRs NEW SLUICE GATE 111 CONTROLLER SLUICE GATE 111 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-301 | 3/4 PGRS NEW SCADA ALARM GRIT CONVEYOR CONTROL PANEL (4) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-806 1 PGRS NEW LIGHTING PANEL LP-1 SLUICE GATE 121 CONTROLLER (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-302 3/4 PGRS NEW GRIT CONVEYOR CONTROL PANEL HYDRAULIC MOTOR #1 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-807 1 PGRS NEW SLUICE GATE 121 CONTROLLER SLUICE GATE 121 (1) 3/C #18 TWSH _—
C-303 1 PGRS NEW GRIT CONVEYOR CONTROL PANEL PUMP JUNCTION BOX #1 (14) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-807A 1 PGRS NEW SLUICE GATE 121 CONTROLLER SLUICE GATE 121 (4) 2/C #18 TWSH o
c-304 | 3/4 PGRS NEW GRIT CONVEYOR CONTROL PANEL HYDRAULIC MOTOR #2 (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-807B | 1 1/4 | PGRs NEW SLUICE GATE 121 CONTROLLER SLUICE GATE 121 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-305 1 PGRS NEW GRIT CONVEYOR CONTROL PANEL PUMP JUNCTION BOX #2 (14) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-808 1 PGRS NEW LIGHTING PANEL LP-1 SLUICE GATE 112 CONTROLLER (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-809 1 PGRS NEW SLUICE GATE 112 CONTROLLER SLUICE GATE 112 1) 3/C #18 TWSH _—
C-400 1 PGRS NEW POWER PANEL PP—1 BAR SCREEN & WAP-801 CTRL PNL (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW (1) 3/¢ #
C-809A 1 PGRS NEW SLUICE GATE 112 CONTROLLER SLUICE GATE 112 (4) 2/C #18 TWSH _—
c-401 | 3/4 PGRS NEW SCADA ALARM BAR SCREEN & WAP-801 CTRL PNL (4) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
Cc-809B | 1 1/4 | PGRS NEW SLUICE GATE 112 CONTROLLER SLUICE GATE 112 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C~402 1 PGRS NEW | BAR SCREEN & WAP-801 CTRL PNL REMOTE WAP CONTROLLER (12) #14 AWG/CU/XHHW (1) #12 AWG/CU/XHHW SIUICE GATE 100010011002
C-403 1 PGRS | NEW | BAR SCREEN & WAP-801 CTRL PNL | REMOTE BAR SCREEN CONTROLLER (9) #14 AWG/CU/XHHW (1) #12 AWG/CU/XHHW c-810 1 PGRS | NEW LIGHTING PANEL LP-1 CONTROLLERS (6) #12 AWG/CU/XHHW (3) #12 AWG/CU/XHHW
C-404 | 3/4 PGRS NEW | BAR SCREEN & WAP-801 CTRL PNL LEVEL CONTROL VIEWER 801 (1) 4/C #18 AWG TWSH - Cc—811 1 PGRS NEW LIGHTING PANEL LP—1 SLUICE G/:«:TOEN ;gg&E lggm. 1002 1/4” PULL ROPE A
C—404A | 3/4 PGRS NEW LEVEL CONTROL VIEWER LEVEL RADAR 1) 4/C #18 AWG TWSH _—
c-405 | 3/4 | PGRS | NEW | BAR SCREEN & WAP-801 CTRL PNL BAR SCREEN MOTOR ((3)) /12 iwc/cu/xm-lw 1) #12 AWG/CU/XHHW c-812 1 PORS | New | SLUICE GATE 1000 CONTROLLER SLUICE GATE 1000 (1) 5/C #18 TWSH —
C-406 | 3/4 PGRS NEW | BAR SCREEN & WAP—801 CTRL PNL OVER TORQUE SWITCH (2) #14 AWG/CU /XHHW (1 #14 ch/cu/xnuw c-812A 1 PORS NEW SUISE GATE 1000 CONTROER STUICE GATE 1000 (4) 2/C 118 TWsH —
PRy Yy — v | BAR SCREEN & WA =80T CTRL PN WETETTET 7 #14 AWG,/C/XHW (2) #14 ch;; cu; " c-812B| 1 1/4 | PGRs NEW SLUICE GATE 1000 CONTROLLER SLUICE GATE 1000 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-408 | 3/4 PGRS NEW | BAR SCREEN & WAP—801 CTRL PNL WAP MOTOR (3) #12 AWG/CU/XHHW (1; #12 AWG/CU/XHHW c-813 1 PoRS NEW SLUICE OATE 1001 COMTROLER SLUICE GATE 1001 (1) 3/C #18 TWSH —
C-409 1 PGRS NEW | BAR SCREEN & WAP—801 CTRL PNL PROCESS HEAT TRACE (4) #10 AWG/CU/XHHW Ez) #10 AWG/CU/XHHW c-813A 1 PORS NEW SLUICE GATE 1001 CONTROLLER SLUICE AT 1001 (4) 2/C #18 TWSH —
P 1 — v | BAR SCREEN & WAP—S0T TRL PN T 1#/4,, S RoPE # /ev/ c-813B| 1 1/4 | PGRs NEW SLUICE GATE 1001 CONTROLLER SLUICE GATE 1001 (7) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C—-411 1 PGRS NEW | BAR SCREEN & WAP-801 CTRL PNL GRIT CHAMBER WALL 1/4” PULL ROPE — c-b14 L PORS NEW SLUICE 'GATE 11002 CONTROLLER SLUICE ‘GATE 1002 (1) 3/C #18 TWSH —
— C-814A 1 PGRS NEW SLUICE GATE 1002 CONTROLLER SLUICE GATE 1002 (4) 2/C #18 TWSH _—
c-814B | 1 1/4 | PGRs NEW SLUICE GATE 1002 CONTROLLER SLUICE GATE 1002 7) #14 AWG/CU/XHHW 1) #14 AWG/CU/XHHW
C-500 1 PGRS NEW POWER PANEL PP—1 BAR SCREEN & WAP-901 CTRL PNL (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW ) # /ev/ (1) # /eu/
c-501 | 3/4 PGRS NEW SCADA ALARM BAR SCREEN & WAP-901 CTRL PNL (4) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-900 1 PGRS NEW |GRIT CLASSIFIER T-131 HEAT TRACE LIGHTING PANEL LP-1 (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-502 1 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL REMOTE WAP CONTROLLER (12) #14 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-901 1 PGRS NEW |GRIT CLASSIFIER T-141 HEAT TRACE LIGHTING PANEL LP-1 (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C~503 1 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL | REMOTE BAR SCREEN CONTROLLER (9) #14 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-902 | 3/4 PGRS NEW LIGHTING PANEL LP-1 GAS MONITOR (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
C-504 | 3/4 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL LEVEL CONTROL VIEWER 901 (1) 4/C #18 AWG TWSH _—
c-903 1 PGRS NEW POWER PANEL PP-1 BRIDGE CRANE CONTROLLER (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
C-504A | 3/4 PGRS NEW LEVEL CONTROL VIEWER LEVEL RADAR (1) 4/C #18 AWG TWSH _—
C-904 1 PGRS NEW BRIDGE CRANE CONTROLLER BRIDGE CRANE MONITOR (3) #10 AWG/CU/XHHW (1) #10 AWG/CU/XHHW
C-505 | 3/4 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL BAR SCREEN MOTOR (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW ey 1 p— = GHTING PANEL L= e e s (2) $12 AW /CU/XHAW (1) F12 AWG,/CU/XHIW
c-506 | 3/4 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL OVER TORQUE SWITCH (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW “Tooc 1 — oW e TING PANEL Lt SR CHANBER STAIRGASE LiGHTarS (2) §12 AWG/CU,/XHAW #12 YTV
c-507 | 3/4 PGRS NEW | BAR SCREEN & WAP—901 CTRL PNL WATER WASH (4) #14 AWG/CU/XHHW (2) #14 AWG/CU/XHHW TG PANEL [P T N 1# ULl ROPE (1) #12 Awe/cu/x
c-508 | 3/4 PGRS NEW | BAR SCREEN & WAP—801 CTRL PNL WAP MOTOR (3) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW €-907 ! PGRS NEW N EL LP- ORIT CHAMBER WALL / _ RO
c-509 1 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL PROCESS HEAT TRACE (4) #10 AWG/CU/XHHW (2) #10 AWG/CU/XHHW c-908 ! PGRS NEW LIGHTING PANEL LP-1 GRIT. .CHAMBER - WALL 1/ 4” PULL ROPE G
c—510 1 BORS NEW | BAR SCREEN & WAP—901 CTRL PNL GRIT CHAMBER WALL 1/4" PULL ROPE — C-909 1 PGRS NEW LIGHTING PANEL LP-1 GRIT CHAMBER WALL 1/4” PULL ROPE —i
c-511 1 PGRS NEW | BAR SCREEN & WAP-901 CTRL PNL GRIT CHAMBER WALL 1/4" PULL ROPE — T R
C—-600 2 PGRS NEW POWER PANEL PP—1 BLOWER CONTROL PANEL (9) #8 AWG/CU/XHHW (3) #8 AWG/CU/XHHW GRIT CLASSIFIER INFLUENT
C-601 | 3/4 | PGRS | NEW SCADA ALARM BLOWER CONTROL PANEL (6) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW c-911 1 PGRS | NEW HEAT TRACE LINE (T—141) LIGHTING PANEL LP-1 (2) #12 AWG/CU/XHHW (1) #12 AWG/CU/XHHW
c-602 | 3/4 PGRS NEW BLOWER CONTROL PANEL BLOWER B—101 (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW
c-603 | 3/4 PGRS NEW BLOWER CONTROL PANEL TEMP. SENSOR TS-101 (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-604 | 3/4 PGRS NEW BLOWER CONTROL PANEL BLOWER B-201 (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW
C-605 | 3/4 PGRS NEW BLOWER CONTROL PANEL TEMP. SENSOR TS—-201 (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
C-606 | 3/4 PGRS NEW BLOWER CONTROL PANEL BLOWER B-301 (3) #8 AWG/CU/XHHW (1) #8 AWG/CU/XHHW
c-607 | 3/4 PGRS NEW BLOWER CONTROL PANEL TEMP. SENSOR TS-301 (2) #14 AWG/CU/XHHW (1) #14 AWG/CU/XHHW
c-608 1 PGRS NEW BLOWER CONTROL PANEL GRIT CHAMBER WALL 1/4” PULL ROPE —
C-609 1 PGRS NEW BLOWER CONTROL PANEL GRIT CHAMBER WALL 1/4” PULL ROPE _—
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